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ABSTRACT 
Accurate location of the origins of partial discharges in power cable systems, based on 
arrival times, is imperative for the identification and assessment of defects. This paper 
evaluates different time-of-arrival algorithms in order to determine which method yields 
most accurate location under different circumstances. These methods are based on trigger 
level, Akaike Information Criterion, energy criterion, Gabor’s signal centroid and phase in 
frequency domain. Several criteria are defined by which the algorithms are evaluated. 
These criteria include the sensitivity to noise, pulse shape and effect of load impedance. The 
sensitivity of the methods upon varying these quantities is evaluated analytically and by 
means of simulations. Further, the methods are tested on a medium-voltage cable system by 
injecting PD pulses in a cable with one joint. Each algorithm is applied to the measured 
pulses and the resulting location is compared with the known joint location. From the 
results the energy criterion method and the phase method show the best performance. 

   Index Terms — Delay estimation, defect location, partial discharges, power cables, 
signal analysis. 

 
1 INTRODUCTION 

PARTIAL discharge (PD) diagnostics is a proven method to 
assess the condition of a power cable system for a condition 
based maintenance strategy. It is essential to determine the 
origin of the discharges to estimate the likely defect type and 
severity. Furthermore, it is only possible to replace parts in a 
cost-effective manner if the defect locations are known. 

The accuracy of defect location depends on the accuracy of 
the time-of-arrival estimate of each pulse and how accurate the 
propagation time of the entire cable is known. Nowadays, 
continuous PD measurements, while the cable remains in 
service, are also possible (see for example [1-4]). Continuous 
partial discharge monitoring generates massive data streams 
and an automated algorithm is required to determine the time-
of-arrival of PD pulses with high accuracy. The location 
methods analyzed in this paper are generally applicable to 
different PD location systems. However, our main interest 
concerns online application with its obvious important 
advantages, but also its inherent additional complications. 
Ring Main Units (RMUs) or substations distort the pulse 
shape of both PD signal and injected signal at the cable end. 

Furthermore, when a cable remains in service it also is 
connected to the rest of the grid. Therefore, the measurements 
are impeded with higher noise and disturbance levels. 

PD location in cable systems can be achieved with a single 
sensor if the far end is disconnected, or with two sensors (one 
at each cable end) if the cable is in normal operation (see [1]). 
Both methods need to estimate the total propagation time of 
the cable (tc) and the time-of-arrival (toa) of PD pulses in order 
to locate the origins of the PDs. The propagation time tc is 
determined using the time-of-arrival of injected pulses and 
their responses. 

In this paper five algorithms are evaluated and compared on 
basis of different criteria. The algorithms are based on: 
• Trigger level 
• Signal energy 
• Akaike Information Criterion (AIC) 
• Gabor centroid 
• Phase in frequency domain 
 
A set of evaluation criteria, including the sensitivity to noise 

level and spectrum, the pulse shape, and effect of RMU 
impedance is used for comparison. The methods are analyzed 
analytically and by simulations. The results are verified 
experimentally. Manuscript received on 29 November 2007, in final form 13 February 2008. 
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2 EVALUATION CRITERIA 
In order to make a well-founded comparison of the strong 

and weak points of each method a set of evaluation criteria is 
defined on which the methods are judged. The following 
criteria are used: 
• Arrival time should be independent of noise level and 

spectrum. The stochastic variation in toa due to noise 
should be as small as possible. 

• Arrival time should be independent of pulse shape and 
amplitude. 

• Arrival time should be independent of length of recorded 
signal. 

• Arrival time should be independent of the pulse location 
(in time) in the record. 

• Arrival time should be insensitive to reflections of the 
main pulse on joints and RMUs. These reflections are 
often present in measured signals. 

• Combination of arrival times of injected pulses and 
measured PD pulses should result in an accurate location 
of the PD origin. 

 
A toa-method that meets all these criteria would be the 

perfect method. But even if not all criteria are met, the method 
can be useful in specific situations. For PD diagnostics on 
power cables a location uncertainty of 1% of the cable length 
is usually considered to be sufficient. 

 

3 TIME-OF-ARRIVAL METHODS 
Each method is analyzed analytically with respect to the 

criteria mentioned in the previous section. Signal, noise and 
their associated power and energy are defined as follows. 

A recorded pulse signal is a combination of the actual pulse 
signal and additive noise: 

 
kkk nsx +=  (1) 

 
where xk is the recorded time-discrete signal, sk is the noise-
free PD-pulse signal and nk is additive, uncorrelated Gaussian 
noise with zero mean, k an integer ranging from 1 to N and N 
the total number of samples in the signal. The signal energy in 
a record is: 
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with Ex the total energy in the recorded signal, Es the energy of 
the PD signal and En the noise energy. The mean signal power 
in a record is: 
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where Px is the total signal power, Ps the PD signal power and 
Pn the noise power. Note that Pn is equal to the variance. A PD 

signal has a finite duration and thus Es is finite if N → ∞. The 
noise on the other hand is time-invariant and has constant 
power Pn, and thus En → ∞ if N → ∞. Finite-energy 
disturbances, such as thyristor pulses, are not considered in 
this paper. 

Two of the toa-methods use the noise power Pn in their 
evaluation. The noise power Pn can be estimated using a noise 
measurement prior to the PD measurement, or using a signal 
of a PD measurement and calculating Pn from a part of the 
signal that contains only noise. 

3.1 TRIGGER LEVEL METHOD 
The trigger level method positions toa at the time at which 

the signal xk exceeds a certain threshold level xthres. This is a 
straightforward method that can easily be implemented [5] and 
is therefore used in many PD detection systems. The threshold 
level is chosen relative to the noise level, making it always as 
low as the noise permits without too many false triggers. First, 
the algorithm will determine the noise power Pn from a signal 
sample without PD pulse. Next, the threshold is chosen using: 

 

nthres Pmx ⋅=  (4) 
 

where m is a parameter chosen by the user. In this paper the 
value m = 5 is used for all simulations. In Figure 1a a recorded 
pulse is plotted together with the threshold xthres. 

The toa determined by this method is noise-level dependent 
since the threshold xthres is chosen relative to the noise level. 
The arrival time of steep pulses is not very sensitive to the 
noise level, while the arrival time of slow rising pulses can be 
very sensitive. 

3.2 AKAIKE INFORMATION CRITERION METHOD 
The Akaike Information Criterion (AIC) is a measure of the 

goodness of fit of a statistical model to a set of observations 
[6]. It optimizes to a good trade-off between the complexity of 
the model and the goodness of fit. In seismology this criterion 
has been used in combination with two autoregressive (AR) 
fits to determine the onset of seismic waves (see for example 
[7]). Alternatively, the AIC can be calculated directly from the 
signal itself [8]. The direct AIC method has been used for 
ultrasound signals in concrete [9] and PD detection in cable 
systems [10]. 

The direct AIC method used in this paper defines an AIC 
value for each sample k of a signal: 

 
( ) ( ) ( )2

,1
2
,1 ln1ln Nkkk kNkAIC +σ⋅−−+σ⋅=  (5) 

 
with k an index ranging from 1 to N, N the total number of 
samples in signal xk and σ2

m,n the variance of signal xk from 
index m up to and including index n. The value AICk is 
calculated for each sample in the signal xk. The toa is the global 
minimum of all AICk values. Figure 1b shows a signal and its 
corresponding AIC curve. 
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Equation (5) is symmetric in the sense that the second term 
is equal to the first term, except that it starts at the end of the 
signal. Consider a signal containing a pulse shorter than half 
of the signal length. Applying this method to the total signal 
when the pulse is in the first half of the signal and the second 
half contains only noise, will yield a different toa (relative to 
the pulse), than when applied to a similar signal with the same 
pulse in the second half of the signal. Arranging that the onset 
of the pulse is always in the second half of the signal, as 
suggested in [9], avoids this potential pitfall. The tail of the 
pulse can be cropped at the end of the signal. 

At the global minimum of AICk is ∂AICk/∂k equal to zero. 
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Since equation (6) contains σ2

1,k, which strongly depends on 
the noise level, the toa will be influenced by the noise level. 
This sensitivity depends on the steepness of the pulse. 

3.3 ENERGY CRITERION METHOD 
The energy criterion (EC) method is based on the energy 

content of the signal. This method combines the partial signal 
energy with a negative trend. It has been used for ultrasound 
signals [9] and PD diagnostics [10]. The signal ECk is defined 
as: 

 
xkxk PkEEC ⋅−= ,  (7) 

 
with Ek the partial signal energy of signal xk defined as: 
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The value ECk is calculated for k ranging for 1 to N. The 
global minimum of all ECk values coincides with the toa. In [8, 
9] a factor α is introduced in the second term to move the toa 
closer towards the base of the pulse. In this paper this factor is 
omitted since it introduced a noise-dependency and had no 
significant influence on the overall location accuracy. 
Figure 1c depicts a signal, its corresponding EC curve, and the 
toa. 

Substituting xk = sk + nk in equation (7) and assuming the 
noise to be time-invariant yields: 

 
sksnsknksk PkEPkPkEEEC ⋅−=⋅−⋅−+= ,,,  (9) 

At the global minimum in equation (9): 
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The noise nk is not present in equation (10), indicating that 

toa is independent of the noise level. Since a PD pulse has a 
finite duration, the mean signal power Ps depends on the 
length of the signal. As a consequence toa depends on the 
signal length. All analyses are done using the same record 
length to prevent a record-length dependency in the results. 

3.4 GABOR CENTROID METHOD 
Gabor defines the “epoch” of order 1 of a signal [11]. 

Assuming that the signal is real, converting it to time-discrete 
form and substituting xk = sk + nk this epoch is defined as: 
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where tg is Gabor’s epoch and tk the time corresponding to 
sample k. This equation shows that tg is dependent on the noise 

Figure 1.  Example of recorded pulse with four toa-methods applied. Time axes are in μs. Black line: recorded PD signal, gray line: threshold(a) / normalized 
& shifted AIC curve(b) / normalized EC curve(c) , *: time-of-arrival, and dashed line: end of record used for AIC analysis. 
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Figure 2.  Signal before and after iteration loop. The signal is plotted in time 
domain and the phase in frequency domain. The iteration loop ended with
τch = 3.05 μs. Black line: signal before iteration, gray line: signal after 
iteration loop, and *: time-of-arrival. 

level. This error can be corrected using: 
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The noise power Pn can be estimated based on a part of 

signal xk that has guaranteed no pulse, or on a separate noise 
measurement. Figure 1d shows a signal and its corresponding 
toa,g. 

3.5 PHASE METHOD 
The phase method converts the recorded signal xk to 

frequency domain and retrieves the phase for a chosen 
frequency. A time delay is represented in frequency domain 
as: 

 
( ) ( ) ωτ−⋅ω=ω j

delayed eXX  (13) 
 

where τ is the delay time and Xdelayed(ω) is X(ω) delayed for τ. 
The phase method uses this relation and defines the arrival 
time as: 

 
( )
c

cX
ω
ω∠

−=τ  (14) 

 
where X(ω) is the recorded signal converted to frequency 
domain, ∠ denotes the phase of a signal in frequency domain 
and ωc is a chosen frequency. For all pulses the same ωc must 
be used. 

Due to the periodicity of 2π the phase is not unambiguously 
determined by equation (14): 
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with m an unknown integer. This problem can be solved by 
multiplying X(ω) with a (negative) time delay τch (see equation 
(13)) first. This time delay must be chosen such that the phase 
does no longer wrap around (jump from -π to π, or vice versa). 
Since τch is unknown a priori, an iteration loop is used to find 
the correct time delay. Once the correct τch has been found the 
phase of the delayed X(ω) is converted to a time using 
equation (14) and added to τch. The entire procedure is 
implemented using the following steps: 

 
1) Convert recorded signal xk to frequency domain X(ω). 
2) Determine frequency range(s) over which X(ω) has a good 

signal-to-noise ratio. In these ranges the phase of X(ω) is 
most reliable. 

3) Start iteration loop. 
4) Add time delay τch (an initial value or a value based on 

previous iteration step) to X(ω): 
 

( ) ( ) chj
ch eXX ωτ⋅ω=ω  (16) 

 
5) Check the phase of Xch(ω) for phase jumps of ±2π in the 

frequency ranges determined in step 2. If there are jumps, 
go back to step 3 and choose a new τch. If not, proceed 
with the next step. 

6) Calculate the time-of-arrival using: 
 

( )
c

cch
chpoa

Xt
ω

ω∠
−τ=,  (17) 

 
where ωc is a frequency within the range determined in 
step 2. For consistency, ωc must be the same for all 
measurements. Taking the average over a small frequency 
range around ωc reduces the sensitivity to noise and 
reflections in the signal. In this paper ωc = 2π⋅1.5 MHz is 
used together with a range of ± 500 kHz for averaging to 
reduce noise sensitivity. 

 
In Figure 2 a recorded PD signal is plotted in time domain 

together with the phase of the signal in frequency domain. 
After the iteration loop (steps 3-5) the signal is shifted in time 
domain towards t = 0. This shifted signal is also plotted in 
Figure 2. Due to the nature of the discrete Fourier transform 
the first part of the pulse is wrapped to the end of the signal, 
which is not shown. 

The major advantage of this method is that it is not 
influenced by dispersion and attenuation of the cable. In the 
absence of complications due to a load impedance (Zload) the 
mean location error will be zero. Choosing a narrow but finite 
frequency range around ωc introduced only an insignificant 
error. Unfortunately, for online diagnostics, signal 
transmission to the load impedances at the RMUs introduces a 
phase shift. If the characteristic cable impedance (Zc) and the 
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load impedance are known, e.g. by using an impedance 
measurement as described in [13], the phase shift can be 
estimated. This estimate can be used to corrected toa,p: 

 
( )
c

c
poacorrpoa

Ttt
ω
ω∠

+= ,,,  (18) 

 
where toa,p,corr is the corrected arrival time and T is the current 
transmission coefficient from cable to load, given by 
T(ω) = 2Zc / (Zc + Zload). However, the impedance estimation 
has limited accuracy depending on the RMU configuration. In 
the appendix the sensitivity of the location accuracy to errors 
in the impedance estimation is analyzed. 

Since there is no correlation between the phase of the signal 
at ωc and the phase of the noise, the noise has no influence on 
the expected value of toa,p, but only on it’s standard deviation. 

 

4 PD LOCATION 
For the location of a PD two measurements are required: a 

cable propagation time (tc) measurement and the actual PD 
measurement. Offline diagnostics often uses a single-sided 
system where the propagation time measurement and PD 
location are based on reflections from the far end [12]. The 
impedances of RMUs connected to the cable during online 
measurements usually prevent visible reflections from PD 
signals. Detection of the pulses at both ends is then preferred 
[13]. Although the analyses are based on a two-sided system, 
the conclusions of the toa-method evaluation are valid for other 
PD-measurement configurations. 

4.1 CABLE PROPAGATION TIME MEASUREMENT 
The tc-measurement using two, non-synchronized 

measurement systems (one at each cable end) is conducted as 
follows. A pulse is injected by measurement unit 1 (MU1) at 
the near cable end (s11), which is detected by MU2 at the far 
end (s21). After a short delay (twait, for example 10 μs) MU2 
injects a similar pulse (s22), which is detected by MU1 (s12). 
The record taken by each unit must contain both pulses. 
Figure 3 illustrates schematically the signals recorded by MU1 
and MU2. 

In the tc-measurement there are in total four pulses. The 
arrival time of each pulse is determined using a toa-method. 
The time difference between the two pulses recorded by MU1 
is given by τ1 = 2tc + twait, and the between the pulses of MU2 
by τ2 = twait. The cable propagation time tc is equal to: 
tc = ½(τ1 − τ2). The advantage of this method is that the time 
bases of MU1 and MU2 do not need to be synchronized for 
the cable propagation time measurement. 

4.2 PD MEASUREMENT 
During the PD measurement the measurement units at each 

cable end detects a PD pulse. The time bases of the units must 
be accurately synchronized (for example using pulse injection 
[13] or GPS). The exact arrival time of the PD pulses is 
determined using one of the toa-methods. The difference in 

time-of-arrival at both ends is used, together with tc, to 
calculate the PD origin: 
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where zPD is the distance from near cable end to the PD origin, 
lc the cable length and toa1, toa2 the arrival times of the PD 
pulse at respectively MU1 and MU2. 

 

5 SIMULATIONS 
Several simulations have been conducted to evaluate the toa-

methods using the criteria proposed in section 2. For all 
simulations a model for a cable of 1 km is used. The 
characteristic impedance and propagation coefficient for this 
cable were measured on a field-aged 3-core MV PILC cable of 
200 m to obtain realistic values in the simulations. At each end 
the cable is terminated with a load impedance (Zload), 
representing the effect of an RMU or substation, where the 
sensor is installed. The sensor is assumed to be an ideal 
current probe that measures the current through the load 
impedance. The choice for a current probe as sensor is related 
to the online application in which case usually it is the only 
sensor type allowed to be installed. Moreover, it is also the 
most challenging situation because the RMU-cable injection 
circuit will have a profound effect on the waveforms. The 
transmission coefficient from cable to load is calculated using 
the load impedance and the characteristic cable impedance. 
The load impedance can be varied to investigate the effect on 
the toa-methods. In the other simulations the load impedance is 
matched to the cable impedance (real-valued, frequency-
independent impedance of 12 Ω). 

The tc-measurement is simulated using different pulse 
shapes for the injected pulse. Since PDs are short phenomena 
with respect to 1/fd (fd detection bandwidth) a PD signal is 
represented by a δ-pulse at the origin. All pulses in the 
simulated signal are normalized to a maximum amplitude of 
one, so that the signal-to-noise ratio is about the same for all 
pulses. Uncorrelated Gaussian noise with a specified spectrum 
is added to the signal to simulate realistic noise conditions. 
Unless stated otherwise, the noise spectrum taken is white. 

Each simulation is repeated 1000 times. The mean and 
standard deviation of those 1000 repetitions give a good 

 
Figure 3.  Signals arriving at both cable ends during a propagation time 
measurement. 
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estimate for the accuracy and precision of the methods. Due to 
the stochastic nature of noise the application of the toa-
methods to a simulation returns occasionally an obviously 
incorrect value, especially with higher noise levels. These 
outliers are filtered out using the modified z-score method 
[14], which is based on the median deviation from the median 
of all 1000 repetitions of the simulation. 

5.1 SENSITIVITY TO NOISE LEVEL 
The accuracy should be independent of the noise level. A tc-

measurement using PD-like pulses is simulated at different 
noise levels. The results are plotted in Figure 4. 

The mean values of the EC, Gabor and phase method are 
virtually independent of the noise level. The threshold and 
AIC method show a small noise-level dependency. The 
standard deviation of the Gabor method shows a quadratic 
relation with the noise level. For higher noise levels the 
standard deviation of the Gabor method is unacceptably high. 
The standard deviations of the other methods are within 0.5% 
of the mean tc. 

The methods estimate different cable propagation times. 
This is related to the distinct backgrounds of the methods. 
They yield different toa’s on the same pulse, as shown in 
Figure 1 and 2. Since there exists no unambiguous definition 
for tc the accuracy of the methods can not be judged solely on 
the propagation time. The differences cancel out when the toa’s 
are combined to obtain the PD origin. Therefore, the accuracy 
of the methods can only be tested using the PD location as 
tested in section 5.4. 

5.2 SENSITIVITY TO NOISE SPECTRUM 
During a measurement the noise is rarely white. In this 

section a tc-measurement is simulated using three different 

noise conditions shown in Figure 5. In all three situations the 
noise is Gaussian and has the same mean power. The only 
difference between the simulations is the noise spectrum. 
Spectrum 1 is white; spectrum 2 and 3 are computer-generated 
with a shape similar to spectra measured during field 
measurements. The difference between 2 and 3 is that 
spectrum 2 lacks narrow band sources. 

 

 
Figure 5.  Noise spectra used in the noise-spectrum-sensitivity simulations. 
Black: situation 1, light gray: situation 2 and dark gray: situation 3. 

 
The mean and standard deviation of the 1000 repetitions of 

the simulations are given in Table 1. These results show that 
the toa-methods are virtually insensitive to the noise spectrum. 
Only the standard deviation of the Gabor method shows a 
significant change. 

5.3 SENSITIVITY TO PULSE SHAPE 
A tc-measurement is performed using pulses injected by the 

measurement system. There are different methods to couple a 
pulse into the cable system (capacitive, inductive or galvanic). 
Different coupling mechanism will inject different pulse 
shapes. Also, the design of the pulse source and the load 
impedance where the pulse is injected influence the pulse 
shape. The cable propagation time tc is independent of the 
pulse shape. Therefore, a toa-method should yield the same tc 
for different pulse shapes. 

Figure 6 shows three different pulse shapes of injected 
pulses. Pulse 1 is an inductively coupled pulse that was 
measured during an online PD measurement in an MV cable 
system. Most energy of this pulse is concentrated in the 
beginning of the pulse. The second pulse is also an inductively 
coupled pulse, but with different pulse source design, different 
injection coil and different load impedance. This pulse starts 
with a long low bump (charging) and then a short steep pulse. 
Thus, most low frequency content is located in the first part of 
the pulse and most high frequency content comes about 1 μs 
later. This kind of waveforms can arise not only due to the 
pulse source design as is the case with this pulse, but also due 
to various signal propagation modes, e.g. in belted cables [15]. 
The third pulse is a short pulse with a width of about 100 ns. 

Figure 4.  Mean and standard deviation of cable propagation time simulation.
Unit of noise level is the ratio of the standard deviation of noise relative to
maximum amplitude of pulses. 

Table 1.  Mean and standard deviation of tc of the noise-spectrum-sensitivity 
simulations. All values are in ns. 

 

Spec. Threshold AIC EC Gabor Phase 
1 6232 ± 7 6228 ± 9 6256 ± 5 6445 ± 13 6399 ± 4 
2 6231 ± 7 6229 ± 10 6256 ± 6 6445 ± 21 6399 ± 8 
3 6232 ± 7 6228 ± 9 6256 ± 6 6445 ± 32 6399 ± 4 
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This pulse is similar to a real PD pulse that has propagated 
through a power cable over a short distance. 

For each pulse 1000 simulations of tc-measurements have 
been conducted. The mean and standard deviation of each 
simulation set is summarized in Table 2. Except for the phase 
method, all methods are sensitive to the pulse shape. 
Especially pulse 2 yields unacceptable results. There, most 
high and low frequency content of the pulse are concentrated 
at different times. At injection the start of the high-frequency 
part is chosen as time-of-arrival, because it contains most 
energy. After propagating through the cable most high-
frequency content is attenuated, and the low-frequency 
becomes dominant. Therefore, at the far end the time-of-
arrival is determined by the low-frequency part. The only 
method that is not influenced by the pulse shape is the phase 
method, because it analyzes the pulse in frequency domain 
and uses a fixed frequency for all analyses. The change in tc of 
the Gabor method less than 2%, which is twice the target 
accuracy of 1%. The differences of the other methods are 
unacceptable. 

 
Table 2.  Mean and standard deviation of tc of the pulse-shape-sensitivity 
simulations. All values are in ns. 
 

Pulse Threshold AIC EC Gabor Phase 
1 6230 ± 6 6209 ± 8 6241 ± 3 6355 ± 7 6399 ± 5 
2 5333 ± 10 5272 ± 12 5391 ± 10 6318 ± 11 6399 ± 3 
3 6231 ± 7 6228 ± 8 6256 ± 6 6445 ± 12 6399 ± 4 

 
An option to reduce the pulse shape sensitivity is to 

calculate the transfer function from the near end pulse to the 
far end pulse. Converting a transfer function in frequency 
domain to time domain gives the impulse response of the 
channel. It can be regarded as the far-end pulse from an 
injected δ-pulse. The arrival time of the impulse response is tc. 
The calculated transfer functions are: 

( ) ( )
( )ω
ω

=ω
11

21
12 S

SH     and    ( ) ( )
( )ω
ω

=ω
22

12
21 S

SH  (20) 

with H12(ω) the transfer function from near end to far end, and 
Sij(ω) the time domain pulse sij(t) (see Figure 3) converted to 

frequency domain. If time bases of the near and far end are not 
synchronized the average of the arrival times of h12(t) and 
h21(t) is equal to the propagation time. 

The simulations of the tc-measurements with different pulse 
shapes have been repeated. The toa is now determined using 
the channel’s impulse response. The results are listed in 
Table 3. The results for pulse 1 are clearly unusable for all 
methods, except for the phase method. The results for pulse 2 
and 3 are satisfactory. The reason that the results for pulse 1 
are far off is the lack of low frequency content. Therefore, the 
constructed transfer function becomes unreliable at low 
frequencies and the impulse response is impeded by noise. 

 
Table 3.  Mean and standard deviation of tc of the pulse-shape-sensitivity 
simulations using the channel’s impulse response. All values are in ns. 
 

Pulse Threshold AIC EC Gabor Phase 
1 3442 ± 

1653 
5321 ± 

688 
5896 ± 

135 
6521 ± 

138 
6398 ± 2 

2 6190 ± 5 6153 ± 9 6192 ± 0 6451 ± 9 6399 ± 1 
3 6183 ± 6 6143 ± 6 6192 ± 0 6446 ± 4 6399 ± 1 

 

5.4 SENSITIVITY TO LOAD IMPEDANCE 
This section deals with the location accuracy in general and 

the influence of the load impedance on the accuracy. In order 
to be able to locate PDs both a tc-measurement simulation and 
the actual PD measurement simulation are required. Since the 
load impedance at each cable end has a significant influence 
on the pulse shape the location simulations are conducted with 
different load impedances. Four different impedances are 
used: a real impedance matching the cable impedance, a 
capacitive load, an inductive load and a load impedance 
measured online in a ring-main-unit (RMU) (see [13] for the 
online impedance measurement method). The last impedance 
is a typical load impedance encountered in a medium-voltage 
distribution grid. The tc-measurement was simulated using the 
short PD-like pulse. The noise is white and has a constant 
level for all simulations. 

In the first simulation the load impedance at both cable ends 
is equal to the characteristic cable impedance. Therefore the 
pulse shape will not be distorted at the transition from cable to 
load impedance. This simulates the location accuracy of the 
toa-methods when a PD pulse shape is influenced by the 
dispersion and attenuation of the cable. The mean and 
standard deviation of the location error of the simulations are 
plotted in Figure 7. This figure shows that all methods provide 
an accurate location (< 0.1% of cable length). Note that the 
location error of the phase method is virtually zero. The 
standard deviation of the Gabor method is larger than the other 
methods, which are similar to each other. 

In the second simulation the near end is terminated with an 
inductance of 1 μH and the far end is terminated with a 
capacitance of 2 nF. These impedances do not represent field 
conditions, but are meant to test the methods for different 
loads with opposite phase shift at both ends. This is a worst-
case scenario for the phase method because the errors 
introduced due to the phase shift at the transitions to the load 
impedances at both ends accumulate. The results of the 

Figure 6.  Pulse shapes used in injection in pulse-shape-sensitivity 
simulations. 
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simulations are plotted in Figure 8. As expected the phase 
method performs poorly for this configuration. But if the load 
impedance at the test frequency ωc would be known, the phase 
shift at the transmission to the load impedance can be 
corrected. The performance of the Gabor method is not within 
the 1% target accuracy limit and has a relatively large standard 
deviation. The other three methods have a mean error less than 
0.5% of the cable length. 

The third simulation consists of a matched impedance at the 
near end and at the far end a realistic load impedance that was 
actually measured in the field. The results are depicted in 
Figure 9. The AIC method has both the largest mean and standard 
deviation. The phase method without correction and Gabor 
method have both a maximum mean error of approximately 10 m 
(1% of the cable length). The energy criterion method has both a 
low mean error and a low standard deviation. 

 

6 EXPERIMENT 
In order to test the methods experimentally measurements on a 

test setup have been conducted. The test setup consists of two 
RMUs with MV/LV transformer and three-core MV Paper 
Insulated Lead Covered (PILC) cables. A schematic drawing of the 
test setup is depicted in Figure 10. The MV cable between RMU1 
and RMU2 consists of two different field-aged cable sections. The 
propagation velocity of the first section (96 m) is about 5% higher 
than the other section (201 m). RMU1 has a second MV cable that 
can be disconnected. RMU1 has an MV/LV transformer of 
1 MVA, and RMU2 has a transformer of 100 kVA. The joint can 
be opened to inject PD-like pulses with a pulse source. Current 
probes and injection coils are installed in both RMUs as indicated 
in Figure 10 (see [13] for details on the installation options). 

Two configurations are tested. In the first experiment the 
parallel cable in RMU1 is disconnected. In both RMUs the load 
impedance is formed by the transformer and the cables to the 
transformer. In the second experiment the parallel cable in RMU1 
is connected to the rail. The load impedance is now the 
transformer impedance together with the impedance of the 
parallel cable. For both measurements first a tc-measurement is 
conducted, followed by a PD measurement where PD-like pulses 

 
Figure 9.  Mean and standard deviation of the location error for location of 
PDs from different locations in the cable. Load impedance at near end is
matched to the cable and load impedance at far end is the load impedance 
measured in an RMU. 

Figure 8.  Mean and standard deviation of the location error for PDs from 
different locations in the cable. Load impedance at near end is and inductance
of 1 μH and the load impedance at the far end is a capacitance of 2 nF. 

Figure 7.  Mean and standard deviation of the location error for PDs from
different locations in the cable. Load impedances at both cable ends are
matched to the characteristic impedance of the cable. 
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are injected in the joint. All measurements are repeated 100 times. 
The results of both experiments are listed in Table 4. 

Equation (19) yields a distance of 93 m instead of 96 m due to 
the difference in propagation speed in the 96 m section and the 
201 m section. The different propagation velocities can be 
incorporated in the analysis (see [13]), but for convenience we 
assume the joint to be at 93 m and both cable segments to have 
equal propagation velocities. 

The threshold, AIC and EC methods have an accuracy better 
than 1% of the cable length in both experiments. The accuracy of 
the Gabor and (uncorrected) phase methods is insufficient. The 
accuracy of the phase method can be improved significantly if the 
load impedances are known around the test frequency ωc, but the 
analysis in Table 4 does not take this into account. It intends to 
simulate the worst-case scenario in which this measurement is not 
performed accurately or not done at all. During experiment 1 the 
accuracy of the phase method is reasonable, but during the second 
experiment the accuracy is definitely insufficient. During the first 
experiment the load impedances in RMU1 and RMU2 were 
similar, so the phase shifts cancel, while during experiment 2 the 
load impedance of RMU1 is changed significantly due to the 
parallel MV cable. A second cause for the relatively large error is 
that the cable in the experiment is shorter than in the simulations. 
Therefore, any phase shift at the cable ends introduces in the 
experiment results a relatively larger error than in the simulations. 
The inaccuracy of the Gabor method is probably caused by 
reflections present in the signal. The term tkxk in equation (12) 
causes reflections coming after the main pulses to have a 
significant effect on the toa,g. 

7 CONCLUSION 
The toa-methods discussed in this paper have been evaluated 

analytically and with simulations to investigate the strong and weak 
points of the methods. As far as practically possible these have been 
verified experimentally. The strong and weak points are 
summarized in Table 5. 

Altogether, no single method performs superior on all criteria. 
Depending on the situation either the EC method or the phase 
method will provide the most reliable overall performance. The EC 
method has good accuracy in most situations. The only point where 
it failed is on its sensitivity to particular pulse shapes. Incorporating 
the channel’s impulse response improved the pulse shape 
sensitivity for some pulse shapes. The strongest point of the phase 
method is its complete insensitivity to the pulse shape. The second 
advantage is the high accuracy, provided that the load impedance 

and characteristic cable impedance can be measured or estimated. If 
the load impedance is unknown, or if there are other locations in the 
cable circuit where the phase changes suddenly the accuracy of the 
phase method is poor. 

APPENDIX 
The major disadvantage of the phase method is that a phase shift 

in the transmission coefficient from cable to load impedance 
introduces a location error. This error can be corrected using 
equation (18) provided that the transmission coefficient is known 
accurately. The transmission coefficient is calculated using the 
characteristic cable impedance Zc and load impedance Zload. 
Unfortunately, estimates of these quantities have limited accuracy. 
The sensitivity of the location accuracy to errors in the estimation 
of Zc and Zload can be derived as follows. Assuming that Zc is real 
and frequency-independent the phase of the transmission 
coefficient is given by: 
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with αload the phase of Zload. In order to estimate the error due to the 
limited knowledge of αload, Zload and Zc we analyze the derivatives 
of (21) with respect to these parameters. The absolute value of the 
derivative of this equation to αload is always less than one. The 
absolute value of the derivative of this equation to either |Zload| or Zc 
is less than 0.1 for practical values (-90º ≤ αload ≤ 90º, 
2 ≤ |Zload| ≤ 200, and 10 ≤ Zc ≤ 30). The next step is to use 
equation (14) to convert the phase to a time shift te introduced at the 
transmission from cable to load impedance. The derivative of this 
time shift to ∠T is: 

( )( ) cc
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ω
−

=
ω∠∂
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with te the time shift/error introduced at the transmission from cable 
to load impedance. This indicates that ωc should be chosen as high 
as the signal-to-noise ratio permits. The last step is to convert the 
time shifts at both ends (te1 and te2) to a location error. Assuming the 

Figure 10.  Schematic drawing of test setup. The insert shows the position of 
the current probe and injection coil in the RMU 

Table 4.  Mean and standard deviation of location of experiments. All values 
are in m. 
 

 Threshold AIC EC Gabor Phase 
Exp. 1 93.3 ± 0.8 93.5 ±0.6 94.4 ± 0.6 87.3 ± 0.3 96.7 ± 0.3 
Exp. 2 94.3 ± 0.7 94.1 ± 0.9 93.6 ± 0.3 121.9 ± 0.4 82.7 ± 0.5 

 

Table 5.  Summary of strong and weak points of toa-methods. See section 2 
for a description of the criteria. 

 

 Threshold AIC EC Gabor Phase 
Noise - - + 0 + 

Pulse shape - / 0a - / 0a - / 0a - / 0a + / +a 
Record length + + 0 + + 

Pulse location in 
record 

+ 0 + + + 

Reflections in 
signal 

+ + + - + 

Location 
accuracy 

+ + + - - / +b 

a) by incorporating channel’s impulse response 
b) if load impedances are known accurately 
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PD location procedure described in section 4 this error is given by: 

( ) ( )
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++
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=  (23) 

where vp the propagation velocity, tc the total propagation time of 
the cable, te1/te2 the time shift introduced due to the phase shift in T 
at respectively the near end and the far end, and x the PD origin in 
fraction of the cable length. Normally, for cable systems tc >> 
(te1 + te2). Using this assumption and calculating the derivatives to 
te1 and te2 yields: 
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Since 0 ≤ x ≤ 1 the maximum of equation (24) is ¾vp. The result 
of an inaccurate estimation of Zload can now be estimated according: 
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If, for example, the estimation in the phase of Zload is 10º, the 
error in ∠T is less than 10º. If ωc/2π is 2 MHz the error in te is less 
than 14 ns. Assuming vp = 165 m/μs yields a location error less than 
1.7 m. 
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