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Hospital management is often confronted with discussions concerning building 
or rebuilding of operating wards. Arguments regarding working conditions and 
well being of the staff cannot easily be weighed. In order to objectify these 
arguments relevant aspects are surveyed interdependently. The main character
istics are climate, illumination, acoustics, evacuation of anaesthetic gases 
and concentration of bacteries and dust particles in the operating room air. 
The influence of working postures and movements of the operating room person
nel Is characterised. 
Some remarkable conclusions are drawn. Ventilation systems do not operate as 
was intended, because of the heat production of the surgical team. Microcircu
lations originating from this may cause hIgh local concentrations of anaesthe
tic gases and heavily contaminated spots in the Incision area. The installed 
hierarchical air pressure in the ward is disturbed by the intense traffic. The 
static and dynamic load can give rise to complaints. Unless precautions are 
taken the working conditions cannot be comfortable for everybody at the same 
time. Methods have to be developed to check the quality of ventilation systems 
to visualise microcirculations with respect to bacteries and anaesthetic gases 
and to synchronise all different observations. Optlmalisation of working con
ditions implies an indispensable cooperation between a variety of medical and 
technical disciplines that does not develop self-evident. 

INTRODUCTION 

Attention for human factors in hospitals is 
initiated by the genesis of a new general law 
in the Netherlands on working conditions. 
This law supersedes a variety of smaller laws 
that were operative until the late seventies. 
For a number of reasons one might expect that 
it will be introduced very gradually: Some of 
the standards and requirements will hardly be 
realisable in technical and/or economical 
respect; the conception of well-being at work 
and coherent notions such as worksatisfaction 
and comfort are principally subjective and 
therefore difficult to quantify; in medicine 
and health-care a number of protocols, proce
dures and responsibilities are dictated, in
herent to the medical profession. In general 
one can put the case that there will be ex
ceptive clauses on this law, especially where 
it concerns the working conditions in health
care. 

OBJECTIVES 

Within the framework of the hereafter menti
oned starting-points this project is directed 
towards a wide reconnaissance of presumably 
interdependent parameters. This has obviously 
worked out at the cost of a profound treatise 
on individual items. The main objectives of 
this study are twofold: The generation of 
ameliorisation proposals for the optimalisa
tion of the working conditions in operating 
theatres; the derivation of research propo-

sals directed towards suboptimalisatiorr of 
those circumstances that influence the work
ing conditions and/or the treatment of pa
tients in the most unfavourable sense. 

RECONNAISSANCE 

In a joint-effort anaesthesists and technolo
gists explored and discussed problem areas 
concerning the working in and the functioning 
of operating wards. A number of aims for re
search were formulated. Clinically relevant 
are among others: 
- comparitive studies into the reliability of 

apparatus, 
- more participation of technology in an at

tempt to integrate measurements such as ECG 
EEG, bloodpressures, muscle relaxation, 
etc. in order to achieve a better trend
monitoring and data-acqulsition,-processing 
and -presentation, 

- human factors, focussed on near accidents 
and critical incidents caused by improperly 
designed man-machine interfaces, 

- environmental factors, indoor climate, in
fection hazards are probably correlated, 
nevertheless an Integrated investigation 
has not been established. 

More fundamental questions are: ventilation 
and perfusion, esp. tissue and organ-specific 
perfusion (brains, liver, kidney); standards 
for the monitoring of anaesthetic gas mixtu
res and for the individual variations in the 
metabolism of muscles; chemosensors; pharma
cokinetics; datastoragej neuro-vegetative 



stability; genetic variables with regard to 
anaesthetics. 
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As previous stated there seems to be a corre
lation between a number of factors that deter
mine in mutual dependence the environmental 
conditions under which activities in the ope
rating theatre, intensive care unit and reco
very room take place. A lot of fundamental but 
fragmentary research has been carried out, co
vering all subjects mostly independently1. 
Therefore this research project is structured 
according to the starting points formulated 
hereafter. 
Physical aspects of the indoor climate. 
Some expertise exists in the field of thermo
physiological load on people during various 
activities in relation with their metabol ism 
and feelings of comfort. Thermophysiological 
models incorporate the insulation value of 
working clothes. Application of these models 
is specially meaningful when different activi
ties under different conditions take place 
within the same accomodation (e.g. swimming 
pools, ice rinks, homes for the elderly, etc.) 
The operating-theatre can be characterised as 
an analogous situation2• An integration of the 
influence of illuminant, acoustical and clima
tological factors has to be acquired. 
Evacuation of anaesthetic gases. 
Anaesthetic gases in the operating theatre af
fect the working conditions and as a long
term-effect probably the health of the theatre 
personnel. For the concentration of anaesthe
tic gases in the operating room air, measuring 
methods have been developed that are still up
to-date3. A combination of these methods will 
- together with the measurement of the physi
cal parameters - provide extra information. 
Bacteriological concentration. 
It must be pursued that bacteriological sam
pling is integrated in the previous. Not for 
the relevancy for the working conditions as a 
whole - except for the disciplinary rules ori
ginating from preventive protocols - but the 
more so as it afflicts the infection hazards 
for the patient. A relation between indoor 
climate and anaesthetic gases on the one side 
and indoor climate and bacteriological flora 
on the other has to be demonstrated. 

REGISTRATION OF THE WORKING CONDITIONS 

To obtain an overall picture of the working 
conditions in operating theatres the following 
quantities or qualities are measured or regis
trated: 

r ~o~e~e~t~ and £r~s~ure_dls!rlb~tlo~ in the 
operating ward. This implies measurements in
side the theatre with regard to comfort and to 
the estimation of the evacuation and/or dis
persion of gases, bacteries or other undesir
able pollutions (dust particles) and inside 
the total ward where septic and sterile spaces 
are separated by architectural provisions to
gether with an installed hierarchical airpres
sure distribution. 
Thermal load on the different categories of 
personneT Tn relation to specific acitivities. 
This contains mapping of climatic zones of the 
operating theatre and ward and the registrat
ion of effects of spotcooling and -heating. 
Insulation values of different clothing has to 
be taken into account. Fig. 1 shows the warm 

1: Theatl'e lay-out dUl'ing open-heal't 
Gurgery. The ;;maU aircles pr-esent the 
proror-tiona~ -insulation value of the 
clothirIIJ the persOrtfl present. Tha un-
hatched area i;; sterile 

and cold areas in a typical lay-out of the o
perating theatre during open heart surgery. 
Thermal conditioning of the patient is of 
great importance4 • 
Illumination, including general lightning (lu

minancesT,-the operating lamp in relation to 
its thermal effects, light intensity, possible 
disturbance of air movements, colour. 
Acoustical parameters are speech intelligibi
Tity7signal to noise ratios and reverberat
ion time. 
£o~tro~s_a~d_dls£l!y~ compel for anthropome
trical analysis of the working planes of the 
theatre personnel in relation to the position
ing of equipment. Attention should be given to 
the lay-out of the anaesthesia apparatus in
cluding the (patient)-connections befor~, dur
ing and after surgery and to the arrangement 
of resources and spare materials. The manipu
lation of the patient during transport, trans
fer and surgery has to be registrated. The ar
rangements of VDU's and other displays dictate 
working postures and the observability and in
terpretation of information depend largely on 
the redundancy and selection of presented sig
nals. 

MEASURING SESSIONS 

As it is impossible to registrate all the be
fore mentioned parameters without disturbing 
the normal course of surgery a number of ex
periments have been performed in a mock-up. 
The simulation enveloped the record of acous
tical parameters (reverberation time, back
ground noise level), illumination (intensity, 
luminance) and climatological conditions (skin 
temperatures, air movements, frequency of air 
exchanges). The remaining parameters have been 
followed during and in between open heart sur
gery over a period of two weeks. To enable 
comparison of the results there are some pre
conditions: Measurements take place in the 
same theatre and are referred to an adjacent 
theatre; surgical interventions have to be si
milar (coronary anastomosis); and performed by 
the same surgical team. 
Physical aspects. 
Fig. 2 provides an overview of the measuring 
points. Not illustrated are the skin tempera
ture sensors that were now and then fixed to 
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the theatre personnel in an attempt to objec
tify comfort feelings. At the end of each ses
sion subjective impressions were gathered con
cerning the experience of temperature, rela
tive humidity etc. in search for a possible 
relation between measuring results and subjec
tive impressions. 
Anaesthetic gases, bacteries, dust particles. 
The theatre personnel is exposed to the anaes
thetic gases that circulate freely in the air. 
The literature that deals with the evacuation 
of anaesthetic gases spends much attention to 
the epidemiological effects. Significant sgems 
liver damage among anaesthesia personnel 5 , • 
Most of this research has the handicap that 
the effects are overshadowed by factors that 
are hardly measurable (e.g. stress during 
work). An imperfection in former research is 
the negotiation of the movements and positions 
of the theatre personnel and the existance of 
micro-circulations in the operating room air, 
causing high local concentrations of anaesthe
tic gases or other pollutants7,8. Heasuring 
these concentrations in the outcoming air 
makes therefore no sense. Also the hypothesis 
that equal distribution of dustparticles and 
bacteries is determined by the main air stream 
is inval id, at least for the combination of 
laminar and turbulent air flows that exist in 
many operating theatres. The gathering and 
analysis of air samples has been carried out 
continuously (mirananalyser) and intermittent
ly (gas chromatograph). The sampling places 
are shown in fig. 3. 
The presence of bacteries is highly determined 
by human activities. Therefore the recording 
of these activities has been carried out si
multaneously with the samp1 ing of bacteries. 
The sampling place is located near the incis
ion area. The sampling frequency is 4/hour. 
Extra samples were taken at critical moments 
during the course of the surgical intervent
ion. For evaluation purposes a continuous mea
surement of dust particles is performed. The 

sensor is placed in the surgical lamp. 
Activity patterns. 
The standardization of activities is based on 
the amount of particles, dispersed by man in 
motion. Postures and movements were recorded 
manually every 30 seconds. The arbitrary sco
res corresponding to the activities are dedu
ced fryw the scarce literature on this sub
ject9 , • (See table I). Outstanding events 

1 motionless person sitting or standing 
5 calm motion of head or hands 

10 motion of trunk or upper extremities 
25 stand up or sit down 
50 walk more than 3 steps entrance or exit 

Table 1; Scores per activi tv 

(e.g. perspiration, vivid communication, no
ticeable stress) as well as the course of the 
surgical intervention were registrated with 
catchwords (e.g. intubation, perfusion on, 
etc.). To check over the observations video
recordings have been made of two complete 
sessions. 

t 
;': Registration of aaG (a = 

o. m; b 1.8 m; c at o[,ct'at < l,lmp) , 
dus t particles (d). bactei'ies (e at 1. J m) 
ami activity patterns (f observer; g = 
vi de o-eamc r>a) 

RESULTS 

The environmental variables (air temperature 
TA. surface temperatures, mean radiant tempe
rature TMRT, relative air velocity v, rela
tive humidity r.h.) and individual variables 
(metabolism/activity level H, intrinsic clo
thing resistance CLO) are combined and inter
preted in the thermophysiological model (fig. 
4). The air temperature varied between 18,SoC 
and 220C. Together with the internal heat 
production (2,5 kW) this compels for an inlet 
temperature of lSoC. On the premise of effi
cient mixture of the fresh air in the theatre 
this will cause no problems, however the pe
netration depth is to great so an uncomfort
able draught for the non-sterile team will 
result. Surface temperatures were constant 
(walls 21 ± 1°C). or allowable (lamp 530 C). 
Air velocities> 0,2 m/s and AT > 20 C) give 
rise to complaints by the anaesthesia person
ne 1. 
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Convective heat originating from the surg ca 
team and the operating lamp (approximately 700 
w) causes ascending air streams in the surgi
cal area (chimney effect) in spite of the in
stalled ventilation and air conditioning sys
tem (fig. 5). Problems arising from this chim
ney effect will be discussed later. 

P[<J. 5: effect: Each curved bold 
(If'roUJ pr'csenta appY'oximate~y 100 W. 
A: instmment table, B: surgical La>rrp, 
c: connections JOY' anaeathetic equipment 

Relative humidity varied between 45 and 60%. 
This is according to accepted directives. To 
make a distinction between personal variables 
a division into three categroeis is made: pa
tients, surgical team, non-sterile staff (see 
table 2). With regard to the thermal comfort 
of the patient it is stated that the climato
logical situation is harmless if some precau
tions are taken (pre-heated infusion liquids, 
pre-heated underlay, warmed and moistened 
anaesthetic gases). 

anaest. surgeon 
Metabolism, M(W/ml) 70 110 
Clothing resistance, CLO 0,5 1 ,1 
Relative air velocity, v (m/s) 0,4 0,3 
Relative humidity, r.h.(-) 0,5 0,5 
Exposition time, t(hours) 4 4 
Table 2: Personal and environmental vartables 
from surgeon and anaesthesist averaged over 
all sessions 

Fig. 4 indicates that there Is no overlap in 
the comfort areas of surgeon and anaesthesist 
so some precautions have to be taken e.g. ex
tra clothing for the non·sterile team or spot
heat i ng. 
The reverberation time (0,5-0,B sec.) in the 
theatre is according to the directives. The 
background noise level (LA = 50 dB(A» and NR 
(45) are to high consequent on the high noise 
production of the air inlet and the shorting 
of quelling material in the air channels. 
The Illumination intensity of the operating 
lamp is varaible between 16.000-105.000 lux. 
The colour temperature is 37000 K and no shades 
existed in the incision area. The reflection 
factors as well as the luminances are accord
ing to the guide-lines. The profit of extreme 
light intensity levels (> 100.000 lux) must be 
doubted because then there is nothing more to 
be gained than glare. The general lighting 
000-1500 lux) is adequate. 
Fig. 6 shows the average concentration laugh
ing-gas in the breathing zone of the anaesthe
sisto During all sessions this concentration 
exceeded the U.S. standard (25 ppm). This high 
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Pig. 6: N20-ooncentration in the 
bY'eathing zone of the anaesthesist 
at the beginning of sUY'geY'Y 

level originates from leakages in connections 
but also from operation errors. The effect 
from connecting the rebreathing to the suction 
system can be calculated from: 

Cmax = q.106/I.V (ppm) 
in which q = average laughing-gas flow (0,42 
m3/hour); I = theatre volume (liS m3); V = 
number of air changes (20/hour) resulting In: 

Cmax = 200 ppm. 
When the suction system is connected the ave
rage concentration is 91 ppm and when discon
nected 191 ppm during the period of adminis· 
tration. A general conclusion may be that un
der all circumstances this is 4 to B times 
higher than the U.S. standard. The results may 
even be flattered due to the presence of mi
crocirculatlons. 
The average concentration of bacteries varied 
between 290-610 CFU/m3 (colony forming unit). 
The overall average during 12 sessions was 360 
~ 140 CFU/m3. Fig. 7 shows the typical course 
during a session. This is to high referring to 
Galson & Goddard 11 or Duvlis & Drescher l2 who 
recommend respectively 124-174 and 113-217 
CFU/m3 for the air contamination level during 
open heart surgery. However,. the sampl ing 
place was located in the ascending air (chim
ney effect) t therefore the situation in the 
incision area might be more favourable. 
The correlation between the activity patterns 
(fig. B) of the surgical team and the concen-
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o total (Jount 
o staph. epidermis 

Fia. 7: Bacterial 

tration of dust particles (fig. 9) is demon
strated. Table 3 gives these correlations as 

o surgical team 

o total 

30 

8 9 10 11 time(h)12 -8: Activity ZeveL during open-
heart surgery 

calculated from the Spearman non-parametrical 
rank correlation test. The elaboration of mea
suring data has been hampered by the distur
bance of diathermy (emission of soot) and syn
chronisation of all measurements. The results 
are in harmony with findings of earl ier inves
tigators l3 • The similarity between the con
tours in the figures 7, 8 and 9 is remarkable. 

1,6 ;5,2 

2,4"" 
<;::, ..... 

<->0,8 1,6 • 
N 

~ 
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8 9 10 11 12 
time (h)-

Fi!l' 9: Dust partieZelJ: smaUer than 
;)\lm(""'"~, biU(Jer than ;»)lm(-) equivalont 
diameter 

Act 

Act 2 
(138;0,038) 

Dust I 0, 3 
(145;0,001) 

able 3: Correlation between activity levels 
and dust particles. Act 1: activity level sur
gical team; Act 2: overall activity level; 
Dust 1:

6
particles > 3.10- m; Dust 2: particles 

0,5.10- - 3.10-6m 

DISCUSSION 

It is possible to create an indoor climate in 
the operating theatre in which the complete 
staff feels comfortable. To effect this situa
tion variables like clothing resistance and 
heat transfer by radiation must be manipula
ted. The insulation value of the clothing of 
the non-sterile staff must increase and radi
ant spotheating can compensate the effects of 
draught in the areas with higher air veloci
ties. 
The consequences of the ascending of warm air 
In the sterile area caused by the heat produc
tion of the surgical team and the operating 
lamp (chimney effect) need further analysis. 
This might contaminate the surgical area be
cause shedded skin particles can be transpor
ted by the ascending air. Also the influence 
of the chimney effect on the originally In
stalled and intended air stream pattern should 
be examined. All theatre personnel including 
the female should wear sealed off trousers, 
skirts and rubber overshoes. Cleaning Instruc· 
tions should be revised. 
The toxicological risks of exposa] to sub
anaesthetic concentrations of laughing gas and 
halothane during prolonged exposal times need 
further investigation. A MAC-(maxlmum allow
able concentration) value must be set up. For 
this purpose measuring and registration 
methods must be developed that provide infor
mation about local concentrations of anaesthe
tic gases, exposal times and influence of air 
stream patterns. Anaesthetic apparatus have to 
be designed optimal with regard to the leakage 
of gases and the slovenliness or operation er
rors of the staff. 
The custom of transporting the patient to the 
theatre in his own bed has unknown consequen
ces to the occurance of post-operative infec
tion. At the same time the manual transfer to 
and from the operating table causes inadmis
sible strain to the staff. To these respects 
the organisation and design of patie~t trans
port systems requi re more attention1,l1. 
Although technical provisions can improve the 
working conditions in the operating theatre, 
it must be stated that disciplinary behaviour 
is a prerequisite for optimal finish of the 
tasks to be performed and only a multidisci
plinaryapproach In research will result in 
optimal working conditions in the operating 
theatre. 
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